Lehi City Development Review Committee                                                         
April 18, 2012

City Business
Storm Drain Pressure Testing Discussion - It is proposed to make some exceptions to the pressure testing standard for storm drains. 

· There are no exceptions to this standard and allowing some exceptions at the discretion of the City may help storm drains to pickup ground water. Ground water and storm drain water would flow into the PI pond. Cases where storm drains pick up irrigation water should be pressure tested.

· Adding a note “unless otherwise approved” to the standard is an option

Combo box sediment traps - The City Design Standards specify that a sediment trap be placed in all combo boxes, but it is proposed to amend the standard for cases where the depth is shallow.
Detail Water 6 - recommend using one solid piece

	


Note:  This list of corrections and deficiencies should not be considered as an all-inclusive or final list.  The items listed need to be corrected and resolved and a new set of information submitted for review by the DRC.  Further corrections and deficiencies may still be noted as the DRC further reviews the resubmitted information.
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